COMMUNITY DEVELOPMENT

PERMIT CENTER ATTIC FURNACE (M7)

2013
CA. MECHANICAL CODE
904.10

CITY OF BELMONT

ELECTRIC QUTLET AND
LIGHT FIXTURE

LOCATE MINIMUM 30* X 30*
ACCESS OPENING WITHIN 207
OF FURNACE. EXCEPTION:
MAY BE 227 X 30* PROVIDED
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ONE TWIN PINES LANE, SUITE 110, BELMONT CA 94002-3867 (650) 595-7422




